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1.  GENERAL 
 The Profibus-DP slave interface on the SE-330/ 
SE-330AU/SE330HV is used to access meter data and 
provide reset functions.  Set points can be read but not 
written. 
 

2.  HARDWARE 

 The SE-330/SE-330AU/SE-330HV uses a Profibus 
communications modules manufactured by HMS 
Industrial Networks (www.anybus.com). 
 
2.1  INTERFACE CONNECTOR 
 A 6-pin plug-in terminal block provides connection to 
the Profibus network.  See Table 2.1 
 

TABLE 2.1  Terminal Pin Function 
PIN FUNCTION 

1 +5 
2 GND BUS 
3 A-Line, RS-485 
4 B-Line, RS-485 
5 Shield 
6 RTS 

 
2.2  NETWORK TERMINATION 
 The end nodes of the Profibus-DP network require 
termination devices.  Set the termination switch to ON to 
enable termination and OFF to disable termination. 
 
2.3  SETTINGS 
 Two rotary switches are used to set the slave address.  
The setting range is 1 to 99.  Address switches are read on 

power up only.  Cycle supply voltage after the address is 
set. 
 No baud rate selection is required because the Profibus 
interface has automatic baud rate detection for the 
following baud rates. 
 

TABLE 2.2  Baud Rate 
BAUD RATES 

9.6 kbits/s 
19.2 kbits/s 

93.75 kbits/s 
187.5 kbits/s 

500 kbits/s 
1.5 Mbits/s 

3 Mbits/s 
6 Mbits/s 

12 Mbits/s 
 
2.4  STATUS DISPLAY LED'S 
 Two LED's on the Profibus module indicate module 
status; “ON LINE” (green), “OFF LINE” (red), see Fig. 2.1. 
 
3.  CONFIGURATION FILE 
 A configuration tool uses the standard Anybus GSD 
file to configure the master to access the interface module 
on the SE-330/SE-330AU/SE-330HV.  The input and 
output area sizes defined by the SE-330/SE-330AU/SE-
330HV meter data and reset commands must be setup 
within the configuration phase.  Setup the configuration 
such that the total INPUT size is 64 bytes (meter data 
from the SE-330/SE-330AU/SE-330HV into the network) 
and the total OUTPUT size is 2 bytes.  

 

 
FIGURE 2.1  SE-330/SE-330AU/SE-330HV Top View 
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4.  CYCLIC I/O 
 
 Cyclic I/O data listed in Sections 4.1 and 4.2 use attributes defined in the following table. 
 
Attribute Definitions 

ATTRIBUTE 
NAME DESCRIPTION 

Trip Status 
Pre-Trip Status 

Bit string of fault bits 
Bit 0, EF/GF: 1 = Earth/Ground Fault Trip 

 0 = No Trip 
Bit 1, RF:  1 = Resistor Fault Trip 
 0 = No Trip 
Bit 2, CAL:  1 = Calibration Error (1) 
 0 = No Error 
Bit 3, ADC:  1 = A/D Error (1) 
 0 = No Error 
Bit 4, GRV:  1 = Voltage Trip 
 0 = No Trip 
Bit 5, EE:  1 = EEPROM Error 
 0 = No Error 
Bit 6, SYS:  1 = Internal Fault 
 0 = No Internal Fault 
 (Will cause a EF/GF and RF trip) 
Bit 7, RMT:  1 = Remote Trip 
 0 = No Trip 
 (Will cause a EF/GF and RF trip) 
 
(1)  These bits do not activate the EF/GF indication relay. 

Pending Trips Bit string of status bits 
Bit 0, EF/GF: 1 = EF/GF Current > Set Point 
 0 = EF/GF Current < Set Point 
Bit 1, RF: 1 = NER/NGR Resistance Exceeding Limits 
 0 = NER/NGR Resistance Within Limits 

Relay Status Bit string indicating the state of output relays 
Bit 1, K3: 1 = RF Indication Relay Energized 
 0 = Not Energized 
Bit 2, K2: 1 = EF/GF Indication Relay Energized 
 0 = Not Energized 
Bit 3, K1: 1 = Trip/Pulse Relay Energized 
 0 = Not Energized 

Switches Bit string indicating the state of the configuration switches 
Bit 0, S4: 1 = RF Latch 
 0 = RF Not Latched 
Bit 1, S3: 1 = EF/GF Latched 
 0 = EF/GF Not Latched 
Bit 2, S5: 1 = 20 k Sensor  (200 k for SE-330HV) 
 0 = 100 k Sensor 
Bit 3, S6: 1 = 50 Hz 
 0 = 60 Hz 
Bit 4, S2: 1 = Fail Safe Trip-Relay Operation 
 0 = Non Fail Safe Operation 

S2 not used with SE-330AU 
Bit 5, S1: 1 = Trip Configuration (K1) 
 0 = Pulsing Configuration (K1) 
 S1 not used with SE-330HV and SE-330AU 

Record x 
(x = 0 to 9) 

A trip record consists of the following: 
Trip Status  
Current  
Voltage  
Delta Ohms  
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Attribute Definitions (Continued) 
ATTRIBUTE 

NAME DESCRIPTION 

Command Request This value specifies the command.  Command Request codes are as follows: 
Reset Command:  Transition from 0 to 1 
Remote Trip:  Transition from 0 to 2 
Clear Event Records: Transition from 0 to 4 
Positions on front-panel EF/GF Trip Time Selector. 
 
 Position SE-330/SE-330HV SE-330AU 
 0 100 ms 100 ms 
 1 200 ms 120 ms 
 2 300 ms 140 ms 
 3 400 ms 160 ms 
 4 500 ms 180 ms 
 5 700 ms 200 ms 
 6 1 s 250 ms 
 7 2 s 300 ms 
 8 3 s 350 ms 
 9 5 s 400 ms 

EF/GF Trip Time  

 10 10 s 500 ms 

 

Positions on front-panel EF/GF Trip Level Selector. 
 
 Position SE-330/SE-330HV SE-330AU 

EFCT-x 
SE-330AU 

CS30-x 
 

 0 2% CT Rating 125 mA 0.75 A  
 1 4% CT Rating 250 mA 1.5 A  
 2 6% CT Rating 300 mA 1.8 A  
 3 8% CT Rating 400 mA 2.4 A  
 4 10% CT Rating 500 mA 3.0 A  
 5 15% CT Rating 750 mA 4.5 A  
 6 20% CT Rating 1 A 6.0 A  
 7 40% CT Rating 2 A 12.0 A  
 8 60% CT Rating 3 A 18.0 A  
 9 80% CT Rating 4 A 24.0 A  

EF/GF Level  

 10 100% CT Rating 5 A 30.0 A  
Pulse Time 

(Not applicable to 
SE-330HV or 
SE-330AU)  

Value is detent position of front-panel Pulse Time Setting. 
0 = 1.0 6 = 2.2 
1 = 1.2 7 = 2.4 
2 = 1.4 8 = 2.6 
3 = 1.6 9 = 2.8 
4 = 1.8 10 = 3.0 
5 = 2.0 

NER/NGR Current 
Pre-Trip Current 

NER/NGR current reading in percent of CT Primary Rating 

NER/NGR Voltage 
Pre-Trip Voltage 

NER/NGR voltage reading in percent of Vn trip level setting on the front panel 

NER/NGR Change 
Pre-Trip Change 

Resistance deviation from calibrated setting 

Record Head Pointer to the latest of 10 pre-trip records.  255 indicates no trips recorded. 
Fault Reset 0 to 1 transition causes a reset 

Remote Trip 0 to 1 transition causes a remote trip 
Clear Event Records 0 to 1 transition causes a clear event records. 
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4.1  METER AND PRE-TRIP DATA (INPUT) 
 
I/O Input 

BYTE BIT7 BIT6 BIT5 BIT4 BIT3 BIT2 BIT1 BIT0 
0 1-SE-330HV 1=SE-330AU 0 0 Firmware Revision 
1 Remote Trip Internal Error EEPROM 

Error 
NER/NGR 

Volts 
ADC 
Error 

CAL 
Error 

RF 
Trip 

EF/GF 
Trip 

2 0 0 0 0 0 0 RF 
Detect 

EF/GF 
Detect 

3 EF/GF Trip Time Setting (Detent 0 to 10) 
4 EF/GF Level Setting (Detent 0 to 10) 
5 Pulse Time Setting (Detent 0 to 10), Not Applicable to SE-330HV or SE-330AU 
6 NER/NGR Current (% of CT Rating) 
7 NER/NGR Voltage (% of Setting) 
8 Delta Ohms (High) (ohms) 
9 Delta Ohms (Low) (ohms) 
10 0 0 0 0 K1 K2 K3 0 
11 0 S7 S1 S2 S6 S5 S3 S4 
12 Reserved 
13 Record Head 

Record 0 
14 Remote Trip Internal Error EEPROM 

Error 
NER/NGR 

Volts 
ADC 
Error 

CAL 
Error 

RF 
Trip 

EF/GF 
Trip 

15 NER/NGR Current (% of CT Rating) 
16 NER/NGR Voltage (% of Setting) 
17 Delta Ohms (High) (ohms) 
18 Delta Ohms (Low) (ohms) 

Record 1 
19 Remote Trip Internal Error EEPROM 

Error 
NER/NGR 

Volts 
ADC 
Error 

CAL 
Error 

RF 
Trip 

EF/GF 
Trip 

20 NER/NGR Current (% of CT Rating) 
21 NER/NGR Voltage (% of Setting) 
22 Delta Ohms (High) (ohms) 
23 Delta Ohms (Low) (ohms) 

Record 2 
24 Remote Trip Internal Error EEPROM 

Error 
NER/NGR 

Volts 
ADC 
Error 

CAL 
Error 

RF 
Trip 

EF/GF 
Trip 

25 NER/NGR Current (% of CT Rating) 
26 NER/NGR Voltage (% of Setting) 
27 Delta Ohms (High) (ohms) 
28 Delta Ohms (Low) (ohms) 

Record 3 
29 Remote Trip Internal Error EEPROM 

Error 
NER/NGR 

Volts 
ADC 
Error 

CAL 
Error 

RF 
Trip 

EF/GF 
Trip 

30 NER/NGR Current (% of CT Rating) 
31 NER/NGR Voltage (% of Setting) 
32 Delta Ohms (High) (ohms) 
33 Delta Ohms (Low) (ohms) 

Record 4 
34 Remote Trip Internal Error EEPROM 

Error 
NER/NGR 

Volts 
ADC 
Error 

CAL 
Error 

RF 
Trip 

EF/GF 
Trip 

35 NER/NGR Current (% of CT Rating) 
36 NER/NGR Voltage (% of Setting) 
37 Delta Ohms (High) (ohms) 
38 Delta Ohms (Low) (ohms) 
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I/O Input (Continued) 
BYTE BIT7 BIT6 BIT5 BIT4 BIT3 BIT2 BIT1 BIT0 

Record 5 
39 Remote 

Trip 
Internal 
Error 

EEPROM 
Error 

NER/NGR  
Volts 

ADC  
Error 

CAL  
Error 

RF  
Trip 

EF/GF  
Trip 

40 NER/NGR Current (% of CT Rating) 
41 NER/NGR Voltage (% of Setting) 
42 Delta Ohms (High) (ohms) 
43 Delta Ohms (Low) (ohms) 

Record 6 
44 Remote 

Trip 
Internal 
Error 

EEPROM 
Error 

NER/NGR  
Volts 

ADC  
Error 

CAL  
Error 

RF  
Trip 

EF/GF  
Trip 

45 NER/NGR Current (% of CT Rating) 
46 NER/NGR Voltage (% of Setting) 
47 Delta Ohms (High) (ohms) 
48 Delta Ohms (Low) (ohms) 

Record 7 
49 Remote 

Trip 
Internal 
Error 

EEPROM 
Error 

NER/NGR  
Volts 

ADC  
Error 

CAL  
Error 

RF  
Trip 

EF/GF  
Trip 

50 NER/NGR Current (% of CT Rating) 
51 NER/NGR Voltage (% of Setting) 
52 Delta Ohms (High) (ohms) 
53 Delta Ohms (Low) (ohms) 

Record 8 
54 Remote 

Trip 
Internal 
Error 

EEPROM 
Error 

NER/NGR  
Volts 

ADC  
Error 

CAL  
Error 

RF  
Trip 

EF/GF  
Trip 

55 NER/NGR Current (% of CT Rating) 
56 NER/NGR Voltage (% of Setting) 
57 Delta Ohms (High) (ohms) 
58 Delta Ohms (Low) (ohms) 

Record 9 
59 Remote 

Trip 
Internal 
Error 

EEPROM 
Error 

NER/NGR  
Volts 

ADC  
Error 

CAL  
Error 

RF  
Trip 

EF/GF  
Trip 

60 NER/NGR Current (% of CT Rating) 
61 NER/NGR Voltage (% of Setting) 
62 Delta Ohms (High) (ohms) 
63 Delta Ohms (Low) (ohms) 

 
4.2  RESET AND REMOTE TRIP (OUTPUT) 
 

BYTE BIT7 BIT6 BIT5 BIT4 BIT3 BIT2 BIT1 BIT0 
0 0 0 0 0 0 Clear Event 

Records 
Remote 

Trip 
Fault 
Reset 

1 0 0 0 0 0 0 0 0 
 



  Page 6 
 SE-330/SE-330AU/SE-330HV Profibus Interface Rev. 2 
 
 

Pub. PROFIBUS-M, March 16, 2010   

 
 
 

This page intentionally left blank. 


	Table of Contents
	List of Figures
	List of Tables
	1.  General
	2.  Hardware
	2.1  Interface Connector
	2.2  Network Termination
	2.3  Settings
	2.4  Status Display LED's

	3.  Configuration File
	4.  Cyclic I/O
	4.1  Meter and Pre-Trip Data (Input)
	4.2  Reset and Remote Trip (Output)




<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


